
PES
Sample Distribution Center
Warehouse 

HOURS / WEEK BY AREA TYPE

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

KEY

Average Lights ON Hours

ELECTRICITY DATA

PEAK $0.100 kWHr
OFF PEAK N/A
DEMAND $1.000 KW

Average Occupied Hours
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PES
Sample Distribution Center

Timeline

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

Area Type :
Hallway (H)

Time Delay :
10 Minutes

Logger Serial # :
 21698 

Duration :
11/02/05-11/15/05

Average Weekly
Hours Totals

Lights On :
99.25

Occupied :
61.40

Savings :
38.14%

Key
Unoccupied
Lights Off

Lights On

Occupied

Admin Hallway 3 
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PES
Sample Distribution Center

Timeline

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

Area Type :
Private Office (PO)

Time Delay :
10 Minutes

Logger Serial # :
 23189 

Duration :
11/02/05-11/15/05

Average Weekly
Hours Totals

Lights On :
41.27

Occupied :
33.82

Savings :
18.05%

Key
Unoccupied
Lights Off

Lights On

Occupied

Admin Pvt Office 
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PES
Sample Distribution Center

Timeline

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

Area Type :
Restroom (R)

Time Delay :
10 Minutes

Logger Serial # :
 23067 

Duration :
11/02/05-11/15/05

Average Weekly
Hours Totals

Lights On :
107.78

Occupied :
55.93

Savings :
48.11%

Key
Unoccupied
Lights Off

Lights On

Occupied

Admin Womens RR 
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PES
Sample Distribution Center

Timeline

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

Area Type :
Storage (S)

Time Delay :
10 Minutes

Logger Serial # :
 21324 

Duration :
11/02/05-11/15/05

Average Weekly
Hours Totals

Lights On :
33.25

Occupied :
12.14

Savings :
63.49%

Key
Unoccupied
Lights Off

Lights On

Occupied

Janitor Closet 
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PES
Sample Distribution Center

Timeline

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

Area Type :
Open Space (OS)

Time Delay :
10 Minutes

Logger Serial # :
 20777 

Duration :
11/02/05-11/15/05

Average Weekly
Hours Totals

Lights On :
138.55

Occupied :
27.28

Savings :
80.31%

Key
Unoccupied
Lights Off

Lights On

Occupied

Locker Room 
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PES
Sample Distribution Center

Timeline

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

Area Type :
Cafeteria (CF)

Time Delay :
10 Minutes

Logger Serial # :
 23411 

Duration :
11/02/05-11/15/05

Average Weekly
Hours Totals

Lights On :
68.74

Occupied :
45.71

Savings :
33.50%

Key
Unoccupied
Lights Off

Lights On

Occupied

Main Cafe 
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PES
Sample Distribution Center

Timeline

PREPARED BY PRACTICAL ENERGY SOLUTIONS
1.877.276.1312 • PEScontrols.com

(c)2012 Practical Energy Solutions, LLC

Area Type :
Warehouse (W)

Time Delay :
10 Minutes

Logger Serial # :
 22130 

Duration :
11/02/05-11/15/05

Average Weekly
Hours Totals

Lights On :
94.90

Occupied :
42.41

Savings :
55.31%

Key
Unoccupied
Lights Off

Lights On

Occupied

Warehouse West Col C10 
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